
APPROXIMATE LOCATION OF PROPOSED PV PANELS,
REFER TO M&E PACKAGE FOR FULL DETAIL
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PROPOSED ROOF PLAN
SCALE 1:50
ADDITIONAL FLOOR AREA = 169VT.m
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ROOF FALL IN DIRECTION
INDICATED @ 1:80 (MINIMUM)

PROPOSED NEW FLAT ROOF WITH REINFORCED
BITUMEN WARM ROOF WATERPROOFING SYSTEM
SHALL BE STITCHED OVER EXISTING FLAT ROOF
VALLEY AND WATERPROOFED UNDER NEW PITCHED
ROOFING. REFER TO ARCHITECTS SPEC AND SECTION
DRAWINGS FOR FULL BUILDUP AND DETAILS.
PROPOSED STRUCTURE TO ENGINEERS SPECIFICATION.
REFER TO ARCHITECTS SPEC CLAUSE 29.

PROPOSED WARM FLAT ROOF SYSTEM
WATER PROOFING MEMBRANE TO RUN
BELOW PITCHED ROOF FINISH
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PROPOSED EXTENSION WITH PITCHED ROOF - 19590mm
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PROPOSED EXTENSION WITH PITCHED ROOF - 8490mm

EXISTING ROOF TO BE STRIPPED BACK,
PROPOSED EXTENSION ROOF CUT INTO
EXISTING AND NEW  LEAD VALLEY FORMED
REFER TO SPEC CLAUSE 25 & 28 FOR FULL ROOF
CONSTRUCTION FOR PROPOSED EXTENSION

EXISTING ROOF OVERHANG TO BE CUT
BACK TO ALLOW FOR NEW RAISED CEILING
AND CONNECTION OF PROPOSED EXTENSION
ROOF. NEW INTERNAL PARTITION WITH
DRY-LINING TO ARCHITECTS SPECIFICATION
REFER TO ARCHITECTS SPEC CLAUSE 22

ALUMINUM GUTTERS AND DOWN
PIPES TO ARCHITECTS SPEC CLAUSE 27.
TO BE READ WITH ENGINEERS
PACKAGE FOR RWG CONNECTIONS

PROPOSED ALUMINUM FASCIA, SOFFIT
TO FULL PERIMETER EAVES OVERHANG,
TO BE READ WITH ELEVATION DRAWINGS
AND SPECIFICATION CLAUSE 26.

ALUMINUM GUTTERS AND DOWN
PIPES TO ARCHITECTS SPEC CLAUSE 27.
TO BE READ WITH ENGINEERS
PACKAGE FOR RWG CONNECTIONS

PROPOSED ALUMINUM FASCIA, SOFFIT
TO FULL PERIMETER EAVES OVERHANG,
TO BE READ WITH ELEVATION DRAWINGS
AND SPECIFICATION CLAUSE 26
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PROPOSED CONCRETE ROOF TILE FINISH
WITH MATCHING RIDGE AND HIP TILES TO
PROPOSED EXTENSION, TREATED BATTENS
AT C/C'S ADVISED BY TILE SUPPLIER TO COMPLY
WITH S.R. 82:2017, DU PONT TYVEK SUPRO PLUS
OR E4UIVALENT BREATHER MEMBRANE, REFER
TO ENGINEER'S SPECIFICATION FOR TIMBER ROOF
STRUCTURE SIZING, CENTRE SPACINGS AND
ADDITIONAL TIES / FIXINGS TO BE READ IN
CONJUNCTION WITH SPECIFICATION CLAUSE 25

PROPOSED CONCRETE ROOF TILE FINISH WITH MATCHING RIDGE
AND HIP TILES TO PROPOSED EXTENSION, TREATED BATTENS AT
C/C'S ADVISED BY TILE SUPPLIER TO COMPLY WITH S.R. 82:2017,
DU PONT TYVEK SUPRO PLUS OR E4UIVALENT BREATHER MEMBRANE,
REFER TO ENGINEER'S SPECIFICATION FOR TIMBER ROOF STRUCTURE
SIZING, CENTRE SPACINGS AND ADDITIONAL TIES / FIXINGS TO BE READ
IN CONJUNCTION WITH SPECIFICATION CLAUSE 25.

EXISTING HIP TILE TO BE REMOVED
AND NEW LEAD TO BE FLASHED OVER
HIP WITH NEW HIP TILE INSTALLED.
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ALUMINUM GUTTERS AND DOWN
PIPES TO ARCHITECTS SPEC CLAUSE 27.
TO BE READ WITH ENGINEERS
PACKAGE FOR RWG CONNECTIONS

PROPOSED ALUMINUM FASCIA, SOFFIT
TO FULL PERIMETER EAVES OVERHANG,
TO BE READ WITH ELEVATION DRAWINGS
AND SPECIFICATION CLAUSE 26

ALUMINUM GUTTERS AND DOWN
PIPES TO ARCHITECTS SPEC CLAUSE
27. TO BE READ WITH ENGINEERS
PACKAGE FOR RWG CONNECTIONS

PROPOSED ALUMINUM FASCIA, SOFFIT
TO FULL PERIMETER EAVES OVERHANG,
TO BE READ WITH ELEVATION DRAWINGS
AND SPECIFICATION CLAUSE 26

REFER TO ARCHITECTS SPEC AND SECTION
DRAWINGS FOR FULL BUILDUP AND DETAILS
ON PROPOSED FLAT ROOF WITH REINFORCED
BITUMEN MEMBRANE FINISH. PROPOSED
STRUCTURE TO ENGINEERS SPECIFICATION.
REFER TO ARCHITECTS SPEC CLAUSE 29.

PROPOSED ALUMINUM HOPPER &
DOWNPIPE TO ARCHITECTS SPEC
CLAUSE 19.

PROPOSED ALUMINUM EDGE
TRIM ALONG PARAPET,REFER
TO ARCHITECTS SPEC CLAUSE 29.

PROPOSED FLAT ROOF SHALL INCLUDE
A LIGHTWEIGHT GABLE AND WATERPROOF
ONTO EXISTING ROOF.

NOTE: ASBESTOS HAS BEEN DETECTED IN
EXISTING BUILDING. CONTRACTOR TO BE
AWARE OF ASBESTOS PRESENT ON SITE
AND MUST ENGAGE WITH ASBESTOS
SPECIALIST TO REMOVE ALL ASBESTOS
MATERIAL SAFELY.

NOTE: ASBESTOS HAS BEEN DETECTED IN
EXISTING BUILDING. CONTRACTOR TO BE
AWARE OF ASBESTOS PRESENT ON SITE
AND MUST ENGAGE WITH ASBESTOS
SPECIALIST TO REMOVE ALL ASBESTOS
MATERIAL SAFELY.

PROPOSED ROOF PLAN LEGEND

DRAWINGS TO BE READ IN CONJUNCTION WITH
ARCHITECTS ELEVATIONS, SECTIONS & SPEC

EXISTING SCHOOL BUILDING
ROOF INDICATED THUS

PROPOSED PITCHED ROOF
EXTENSION INDICATED THUS

PROPOSED FLAT ROOF
EXTENSION INDICATED THUS

PROPOSED PARAPET UPSTAND
WITH ALUMINIUM FLASHING
INDICATED THUS

PROPOSED CONCRETE SURFACING
ADJACENT BUILDING INDICATED THUS

PROPOSED TARMACADAM SURFACING
ADJACENT BUILDING INDICATED THUS

PROPOSED LOCATION OF RAINWATER
DOWNPIPES FEEDING TO RWG AT
GROUND LEVEL INDICATED THUS

PROPOSED ROOF SLOPE INDICATED
THUS (DIRECTION INDICATED FALL
DIRECTION) EXCLUDING BELL CAST

RWG

25° Slope
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