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MULTIPLE FUNCTION TIMECLOCK
HEAT PUMP 01 POWER
HEAT PUMP 02 POWER

P1 HEATING PUMP

COLD WATER BOOSTER PUMP

HOT WATER RETURN PUMP
XXXXXXXXXXXXXXXXXXXXXXXXXXXX

SHOWER MOTORVALVE R.04

SHOWER MOTORVALVE R.07
SHOWER MOTORVALVE R.08

SHOWER MOTORVALVE R.09
SHOWER MOTORVALVE R.10
SHOWER MOTORVALVE EXT

POWER DOOR R.01
POWER DOOR R.02
POWER DOOR R.11

POWER DOOR R.10

POWER DOOR R.09
POWER DOOR R.08

HEAT PUMP 01 ENABLE
HEAT PUMP 02 ENABLE

HEAT PUMP 01 FAULT
HEAT PUMP 02 FAULT

HEAT PUMP FLOW TEMP
HEAT PUMP RETURN TEMP

BUFFER TANK TEMP

CALORIFIER 1 TEMP
CALORIFIER 2 TEMP
XXXKXKXXKXXKXXXXX

ACCESS ENABLE R.01
ACCESS ENABLE R.02
ACCESS ENABLE R.04
ACCESS ENABLE R.05
ACCESS ENABLE R.06
ACCESS ENABLE R.07

ACCESS ENABLE R.08
ACCESS ENABLE R.09

ACCESS ENABLE R.10
ACCESS ENABLE R.11

LOW WATER PRESSURE HEATING CIRCUIT

WATER LEVEL CWST
FIRE ALARM ACTIVE
FROST STAT

OUTSIDE TEMPERATURE




