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General  Notes :
1. No part of this document may be re-produced or transmitted in any 
form or stored in any retrieval system without the written permission of the
Consulting Engineer, David Kelly Partnership, as copyright holder except as
agreed for use on the project for which the document was originally issued.
2. The contractor is responsible for checking all levels and dimensions on
site and shall refer all discrepancies to the Engineer.
3. Only drawings issued for CONSTRUCTION shall be used for
construction purposes.
4. Work to figured dimensions only. Do not scale print.
5. Check size of drawing sheet against dimension marks at bottom left
hand corner of sheet.
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TIPPERARY COUNTY COUNCIL:
CAHIR MARKET HOUSE BUSINESS CENTRE
THE SQUARE, CAHIR, CO. TIPPERARY

ARCHITECT: DEATON LYSAGHT ARCHITECTS

SECTION C-C

20 MAR. '26 JH JK
T6

EXISTING JOISTS TO BE RETAINED + TRIMMED OUT
TO PROPOSED 203x76 STEEL CHANNELS ON BEARING
PADS TO REPLACE TIMBER FIXED TO MASONRY

PROPOSED 100x100x5mm SHS STEEL COLUMN ON
250x600x200mm PRECAST LINTEL + BRICK PAD
ALL TO SUPPORT STEEL BEAMS AT FIRST FLOOR
CEILING LEVEL

PROPOSED 2 NO. 203x133UB25 STEEL BEAMS ON
NEW BEARING PADS IN EXISTING MASONRY WALLS
- TYPICAL 215x450x65mm PRECAST CONCRETE ON
215x450x215mm BRICK IN NHL 5.0
NOTE: BEARING PADS OCCUR AT LINTEL LEVEL
FOR WINDOWS ON FRONT ELEVATION

SUPPORT MASONRY OVER
REMOVE EXISTING LINTELS + FIT NEW 215x65mm
PRECAST CONCRETE LINTELS WITH 200mm END BEARING

TO BE READ IN CONJUNCTION WITH
ARCHITECT'S TENDER DOCUMENTS.

FLOOR FINISH TO ARCHITECTS SPECIFICATION ON
75mm PROPRIETARY SCREED + UNDERFLOOR HEATING WITH
PERIMETER INSULATION TURNED UP AT SCREED EDGE ON POLYTHENE
SLIP SHEET ON 125mm THICK RIGID INSULATION ON RADON BARRIER
ALL TO ARCHITECTS SPECIFICATION ON
150mm CONCRETE SLAB WITH A142 FABRIC MESH REINFORCEMENT ON
50mm T3 BLINDING TO SR 21 ANNEX E ON
250mm MINIMUM COMPACTED APPROVED + CERTIFIED T2 STONE TO
SR 21 ANNEX E (SEE SPECIFICATION)

PROPRIETARY THERMALLY BROKEN LINTEL
IN 350mm CAVITY WALL INSTALLED IN
PREVIOUS PHASE TO ANCHOR CANOPY
SUPPORT AT CANOPY LEVEL
PAVING TO ARCHITECTS SPECIFICATION ON
20mm SAND & CEMENT BASE ON
200mm C16 / 20 LEANMIX CONCRETE ON
50mm CAPPING LAYER ON
PREVIOUS PHASE OF WORKS:
150mm CLEAN BROKEN STONE TO
DoE CLAUSE 804 ON TERRAM
215mm SOLID BLOCKWORK WALL + PIERS
BLOCKS TO BE SOLID CONCRETE WITH MINIMUM
COMPRESSIVE STRENGTH OF 7N/mm² TO IS EN 771
WALLS TIED INTO EXISTING MASONRY WITH
UNIVERSAL WALL STARTER SYSTEM TO APPROVAL
CAPPING TO ARCHITECTS DETAIL
PREVIOUS PHASE OF WORKS:
327.5mm SOLID BLOCK RISING WALL ON
1000x500mm THICK C28/35 CONCRETE STRIP
FOUNDATION
TFL -1000mm BELOW FFL

CANOPY DETAIL TBC

SEE SHEET 405 FOR RAFTER REPAIRS

150x300mm x 12mm THICK STEEL PLATE WITH
6mm FILLET WELD TO SHS COLUMN

203x133x25 UB

STEEL BEAM
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203x133x25 UB

STEEL BEAM

250x600x200mm PRECAST LINTEL
(ON BRICK PAD NOT SHOWN)

2 NO. M12 RESIN ANCHOR FIXINGS WITH
200mm MIN. EMBEDMENT

2 NO. M12 GR8.8
STEEL BOLT FIXINGS
THROUGH STEEL
BEAM FLANGE +
STEEL PLATE

10mm STEEL FIN PLATE
STIFFENER WITH 6mm FILLET
WELD TO STEEL BEAM EACH SIDE

4 NO. M16 GR8.8 STEEL BOLT FIXINGS
THROUGH STEEL PLATES

SEE STEEL BEAMS + COLUMN
CONNECTION DETAIL ACROSS

STEEL BEAMS + COLUMN CONNECTIONS DETAIL (ISOMETRIC)
SCALE: 1:20

PHASE 2 WORKS

200x150mm x 12mm
THICK STEEL PLATE
WITH 6mm FILLET WELD
TO SHS COLUMN

10 APR. '26 JH JK
T7

UPDATES TO STEEL BEAMS

T7
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