LEGEND NOTES:
110mm@ WASTE DROP FROM WC TO BUILDERS
FLOOR SOCKET GENERAL NOTES:

@ 32mm@® WASTE DROP FROM WHB TO BUILDERS 1. THIS DRAWING TO BE READ IN CONJUNCTION
FLOOR SOCKET WITH ALL RELEVANT ARCHITECTS, C&S

ENGINEERS DRAWINGS & SPECIFICATIONS.

@ 40mm¢é WASTE DROP FROM m_zx\mxoimx T0
BUILDERS FLOOR SOCKET 2. ALL WORKS TO BE CARRIED OUT IN

| /) r N ACCORDANCE WITH THE RELEVANT BUILDING
,, U CLEANING EYE REGULATIONS.

SOILS AND WASTE PIPEWORK

3. DO NOT SCALE — WORK TO FIGURE
SOILS AND WASTE SECONDARY VENTILATION PIPEWORK DIMENSIONS ONLY.
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NOTES:
| SOILS & WASTES CONNECTIONS TO APPLIANCES SHALL BE AS FOLLOWS:
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e WHB 32¢
o SINK 40¢
o BELFAST SINK 409
¢ URINAL 409
e WC 110¢
o SHOWER 409
o FLOOR DRAIN 65¢
o DISHWASHER 40¢

1. FLOOR DRAINS AND GULLIES SUPPLIED & FITTED BY MAIN CONTRACTOR.
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2. RODDING EYES TO BE UPTURNED ABOVE THE SPILLOVER LEVEL OF THE
WC CISTERN.
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] 3. THE MECHANICAL CONTRACTOR SHALL PROVIDE FOR FINAL CONNECTIONS
TO EACH ITEM OF SANITARY WARE, SINK, DISHWASHER ETC. UNDER THE

MECHANICAL CONTRACT.

. 4. THE MECHANICAL CONTRACTOR SHALL SUPPLY & INSTALL RODDING EYES
, : s , - & ACCESS DOORS FOR MAINTENANCE AS DETAILED ON DRAWINGS AND
74 / IN EACH CHANGE OF DIRECTION UNDER THE MECHANICAL CONTRACT.
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(STAIRS A) *

- W / 5. INTUMESCENT COLLARS/FIRE SLEEVES TO BE INSTALLED ON ALL
) S~ L PIPEWORK PASSING THROUGH FLOOR SLAB OR FIRE RATED WALL.

FR2 TRAINING/
MEETING ROOM

FR7 LANDING |- N| 6. THE MECHANICAL CONTRACTOR SHALL SUPPLY & INSTALL ALL
(STAIRS B) N STUB-STACKS & SVP PIPEWORK UNDER MECHANICAL CONTRACT.

ﬁ S 7. THE MECHANICAL CONTRACTOR SHALL SUPPLY & INSTALL ANTI-SYPHON
TRAPS ON ALL WHB's & SINKS.
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ramp 1:18 falls

el
g

I

I

9
]
¥ GR2 OREN
OFFICE \ i
|

= GR9 ENT. HALL
GR5 LIFT

,, ,Jn&

8. THE MECHANICAL CONTRACTOR SHALL SUPPLY & INSTALL ALL
WEATHERING APRONS & COWLS FOR ALL STACK, SVP & VENT PIPEWORK

PASSING THROUGH THE ROOF.

h - , 9. FINAL CONNECTIONS TO WHB's SHALL BE 320 BUT CONNECTIONS TO
STACK/STUB—-STACK SHALL BE 400.

10.  FINAL CONNECTIONS TO SINK's SHALL BE 40% BUT CONNECTIONS TO

! STACK/STUB—STACK SHALL BE 504.
‘_‘_.j._mz_mo_._>z_o>_.ooz%>oao_~m_._>_._.mzmcmm:._>4>_._.xocc_zoQmm

/ THAT ARE INACCESSIBLE AT LOW LEVEL WILL BE TURNED UP ABOVE THE
| INVERT LEVEL OF THE SANITARY FIXTURE UNDER THE MECHANICAL [
| CONTRACT. THE MECHANICAL CONTRACTOR IS TO LIAISE DIRECTLY WITH
CONSULTING ENGINEER TO IDENTIFY ALL CLEANING EYES WHICH REQUIRE

FIRST FLOOR TO BE TURNED UP.
| 12, THE MECHANICAL CONTRACTOR SHALL ENSURE THAT THE SOILS & WASTE ENGINEERS
%m;zc

INSTALLATION IS INSTALLED AS DETAILED IN BS EN 12056-2000.
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13. ALL STACKS TO BE WRAPPED IN 65mm THICK FIBREGLASS INSULATION Qualitas Verit
UNDER THE MECHANICAL CONTRACT. it n_oa ACCREDITED COMPANY
1SO 9001-2015

(C) HAYES HIGGINS PARTNERSHIP

14, EXISTING SOILS AND WASTE INSTALLATION IN EXISTING CLASSROOMS TO
BE RETAINED AS PER THE SITE SPECIFIC DOCUMENT.
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