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D/E 40W IP65 LED LUMINAIRE WITH 3H EMERGENCY BATTERY PACK

LEGEND OF SYMBOLS:

NEW MCC PANELMCC

SPUR OUTLET

ADDRESSABLE SOUNDER/STROBE (FIRE ALARM)

HEAT DETECTORH

19w EXTERNAL LED LUMINAIREG

3 PHASE ISOLATOR

NOTES:

1. THE ELECTRICAL CONTRACTOR SHALL ENSURE THE INSTALLATION IS IN
COMPLIANCE WITH ETCI STANDARDS & ALL OTHER RELEVANT STANDARDS.

2. THE ELECTRICAL CONTRACTOR SHALL ENSURE THAT THE HEADER
TRUNKING TO ALL DISTRIBUTION BOARDS AND MCC PANELS ARE
ADEQUATELY SIZED TO ACCOMMODATE ALL CABLING FED FROM THE
PANELS.

4. THIS INSTALLATION SHALL BE IN ACCORDANCE WITH
I.S.10101:2020 FOR ELECTRICAL INSTALLATION

5. THE GENERAL LIGHTING INSTALLATION MUST BE IN COMPLIANCE WITH IS
EN12464

6. THE EMERGENCY LIGHTING INSTALLATION MUST BE IN COMPLIANCE WITH
IS EN 3217

7. THE FIRE ALARM SYSTEM MUST COMPLY FULLY WITH
IS.3218-2013 +A12019 FIRE ALARM STANDARD FOR A
CATEGORY L2/L3 SYSTEM.

8. ALL CABLES INSTALLED ON CABLE TRAY SHALL BE SECURED BY METAL
CABLE TIES REGARDLESS OF ORIENTATION OF
CABLE TRAY.

LIGHT SWITCH

FIRE ALARM PANELFAP

LVT LV CABLE TRAY 100MM

EXISTING SUB-DISTRIBUTION BOARD

THERMOSTATT

TEMPERATURE SENSOR INSIDE THE TANKTS

LEVEL PROBES INSIDE THE TANKLP

ACADEMIC BUILDING GROUND FLOOR
1:50 (A1)
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