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N B 2 The existing dado trunking and all the existing general power sockets
and data outlets are to be disconnected and|removed, to facilitate the
— . - o installation of the new dado trunking and power socket outlets
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New cat6 compliant dado trunking to current ATU specification is to be

installed to serve the new desk locations in this room

No new Cat6 data outlets are required, the existing WIFI unit is to be

used to serve this room.

New twin socket outlets to current ATU specifications to be installed to

serve the new desk locations in this room

These sockets to be wired back into the existing socket circuits serving

the desks in this room

REV | REVDATE |BY |REVNOTES

DO NOT SCALE FROM THIS DRAWING. USE FIGURED DIMENSIONS IN ALL CASES.
VERIFY DIMENSIONS ON SITE AND REPORT ANY DISCREPANCIES TO THE ARCHITECTS IMMEDIATELY.
THIS DRAWING TO BE READ IN CONJUNCTION WITH THE ARCHITECTS SPECIFICATION.
THIS DRAWING IS COPYRIGHT AND MAY ONLY BE REPRODUCED WITH THE ARCHITECTS PERMISSION.

THIS DRAWING IS TO BE USED ONLY FOR THE RELEVANT
WORKSTAGE DESCRIBED IN THE TITLEBAR AND SHOULD NOT

DRG. me_mmm RELIED ON FOR ANY OTHER PURPOSE WHATSOEVER
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