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ALL DRAWINGS ARE TO BE READ IN CONJUCTION WITH ALL RELEVANT
SPECIFICATIONS, BILLS OF QUANTITIES, ARCHITECTURAL, SERVICES AND
ENGINEERING DRAWINGS.

ANY DISCREPANCIES BETWEEN THESE DOCUMENTS SHALL BE BROUGHT TO THE
ATTENTION OF THE ENGINEER.

ALL DIMENSIONS ARE IN MILLIMETRES, UNLESS NOTED OTHERWISE.

ALL LEVELS ARE IN METRES RELATED TO ORDINANCE DATUM.

DRAWINGS ARE NOT TO BE SCALED.

DRAIN COCKS TO BEA FITTED ON ALL LOW POINTS.

SERVICE VALVES TO ALL CONNECTIONS TO PRIMARY PIPEWORK AND ALL
APPLIANCES.

CONTRACTOR TO COORDINATE SERVICES WITH ROOM FURNITURE.

DIAMETER (d) SIZES SHOWN IN MILLIMETERS.
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INSULATE ALL PIPE WORK IN VOIDS AND FLOOR SCREED.

ALL PIPE WORK AND APPLIANCES TO BE FIRMLY SECURED TO WORKTOPS AND
SURFACES.TIMED SPRAY TAPS ON ALL WHB. DUAL FLUSH ON ALL WC.

WATER METERS TO BE METRIC AND SUITABLE FOR FUTURE DIGITAL OUTPUT.

ALL WATER SERVICES PIPEWORK IN MULTILAYER PRE-INSULATED PLASTIC.
MAXIMUM DEAD LEGS 2m.NO EXPOSED PIPE PERMITTED. DROP PIPES IN STUD
PARTITIONS AND ROUTE IN CEILING VOIDS.

TO BE CARRIED OUT PRESSURE AND FLOW RATE TEST.

TO BE CARRIED OUT A WATER QUALITY TEST.
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PROJECT

Upgrade Work to Cashel Further Education Centre,
Hogan's Square, Co. Tipperary

CLIENT

Tipperary Education and Training Board

TEM Engineering & Management DAC

Park, Mallow Road, Cork, Ireland. T23 AT2P.
info@tem.ie
www.tem.ie

ENGINEERING & MANAGEMENT DAC Tel: +353 21 4193024

- - Consulting Engineers & Project Managers
I - Unit 2G, North Point House, North Point Business

TEM Engineering & Management DAC. This drawing is confidential and is the exclusive property of TEM Engineering & Management DAC. No
unauthorised use, copy or disclosure of the drawing is to be made & it is to be returned whenever required. Manufacture and construction is to be
carried out strictly in accordance with the requirements of this drawing. No changes are to be made without the prior agreement of the Lead Engineer.
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