
150mm submains cable tray
fitted as tight as possible to
ceiling

Proposed location of
Catering Room dist.
board, ref. DB-CK1

Proposed location of Ventilation
Motor Control Centre panel , ref.

MCC-CK1

Proposed location of 15u Comms
Cabinet at high level - 550(W) x

450(D), ref. CC-CK1
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Existing Catering Kitchen switchboard
to be extended by panel manufacturer
and new 160A TP MCCB added to
serve new catering training kitchen dist.
board, ref. DB-CK1

Trunking riser vertically to existing
Comms cabinet on floor above. 3 No.

Cat 6 links to be extended from existing
comms cabinet to new one

Motor control centre

Distribution board

Telecommunications patch panel 

LEGEND:

New 800x800mm draw chamber (Submains)

Cable trunking (Comms)

Cable tray (Submains)

Existing addressable fire alarm panel

Existing switchboard 

Existing telecommunications patch panel 

New 800x800mm draw chamber (Comms)

TENDER

Notes:
1. These drawings are indicative only and are only provided to
give a general overview of plant locations.

2. Contractor to liaise with mechanical contractor for obtaining full
points schedule indicating all plant and associated contracts and
detailing plant electrical loads and wiring requirements.

3. Final positions of all plans and controls to be agreed between
mechanical and electrical contractors before commencing 1st fix
works.

4. The Contractor shall refer to the Architectural and Structural
Engineer's drawings, issued with the Main Contractors tender
pack, to determine:
· Form of construction of floor, walls and roof;
· Ceiling void depths;
· Floor to ceiling heights;
· Floor, wall and ceiling finishes.
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