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Existing 32Ø F&R to be
cut back to facilitate the
installation of the new
AHU.  Then reinstated
to new AHU LPHW coil.

Provide for fitting
commissioning set and

isolation valve on LPHW
coil connections.

50mm pool water F&R in
HDPE to AHU to be cut

back to facilitate the
installation of the new

AHU.

Existing LPHW pipework
at high level.

Existing LPHW F&R to
be protected during the
works.

Existing CHP buffer tank
to be removed.

Existing CHP header &
associated pipework to

be removed.
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New AHU installation for Claremorris Swimming Pool, Co. Mayo.
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