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Existing CHP buffer tank to
be removed.  Disconnect
and make safe the buffer

stats/sensors.

Existing CHP header &
associated pipework to

be removed.  Include for
disconnecting and make

safe the associated
electrical installation

Existing PV inverter and
G59 relay to be

relocated to allow the
new AHU sit in position

Existing BMS/MCC
panel.  AHU to be

served from this panel.

Existing LV & ELV trays
to be protected during

the works.

i/o

Main isolator and fire
alarm I/O location.
Please location for
terminating of the ELV
circuits.

Provide for new 5x25mm
XLPE/SWA/LSZH sub mains
cable from board to AHU.
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New AHU installation for Claremorris Swimming Pool, Co. Mayo.

Layout of Associated Electrical Services Installation
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