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4800x150 equalizing grid on
window cill of up-stand
under glazing.
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Allow for the temporary removal of one
of the pane of glass to provide for temporary
ventilation while the AHU is being replaced.
Glass size is 1.5x2.4m approx.
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ventilation while the AHU is being replaced.
Glass size is 1.5x2.4m approx.
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New AHU installation for Claremorris Swimming Pool, Co. Mayo.
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